CONTENTS

VOLUME XVIII

Architectures and Methods for Computer-based Automation 1
Peter Gohner, Institute of Industrial Automation and Software Engineering, University of Stuttgart, Germany

1. Definition of some Basic Terms
   1.1. The Term "Technical Process"
   1.2. The Term "Industrial Automation"
   1.3. The Industrial Automation System as a Real-time System
   1.4. Computers for Industrial Automation
2. Degree of Automation and Computer Operation Types
   2.1. Definition of Degree of Automation
   2.2. Types of Computer Operation
3. Automation of Technical Products and Technical Plants
4. The Elements of a Industrial Automation System
   4.1. Partial Systems of a Industrial Automation System
   4.2. Sensors and Actuators
   4.3. The Communication System
   4.4. The Automation Computer System
   4.5. The Automation Software System
5. Levels of Process Management and Automation Functions
   5.1. Level Model in Technical Process Management
   5.2. Automation Functions
6. Basic Types of Process Events in Technical Systems
   6.2. Classification according to Process Events which produce Process Values of certain Types
   6.3. Continuous, Sequential and Object-related Processes
   6.4. Classification of Technical Processes according to the dominating Process Types
   6.5. Graphic Presentation of Technical Processes
7. Examples for Industrial Automation Systems
   7.1. Example for a Industrial Automation System for Product Automation
   7.2. Example of a Industrial Automation System for Plant Automation
8. Effects of Industrial Automation on People, Society and Environment
   8.1. Desired (positive) and undesired (negative) Effects
   8.2. The Responsibility of the Automation Engineer for the Effects of Industrial Automation

Supervisory Distributed Computer Control Systems 49
Epple, U. RWTH Aachen, D52056 Aachen, Germany

1. Introduction
2. System and Component Structure
   2.1. The classical decentralized process control system
   2.2. Modern process control system
3. General System Services
   3.1. Monitoring
   3.2. Operator control
   3.3. Message Handling
   3.4. Archiving
   3.5. Time Synchronization
   3.6. Process Control Hardware Diagnostics
4. Conclusions
Automation and Control of Thermal Processes

Reinhard Leithner, Technische Universität Braunschweig, Germany

1. Introduction
2. Thermal Processes
   2.1. Plants
   2.2. Main Plant Components
   2.3. Measuring Instruments
   2.4. Simulation and Optimization
3. Structures and Technologies of Automation and Control Systems
   3.1. Structures
   3.2. Technologies
   3.3. Actuators
   3.4. Duties and Functions
4. Future Developments

Steam Generators and Steam Distribution Networks

Reinhard Leithner, Technische Universität Braunschweig, Germany

1. Steam Generators
   1.1. Types and Technologies
   1.2. Operating Modes
   1.3. Furnaces and Heat Sources
2. Steam Distribution Networks
3. Laws, Regulations, Guidelines, and Standards
4. Main Control Systems
   4.1. Fuel and Air Control
   4.2. Feedwater Control
   4.3. Steam Temperature Control
   4.4. Nuclear Reactor Control
   4.5. (Programmable) Logic Control
   5.1. Advanced Control Methods
   5.2. Monitoring, Analysis, and Diagnosis
      5.2.1. Monitoring
      5.2.2. Analysis
      5.2.3. Diagnosis
      5.2.4. Diagnosis Programs
   5.3. Validation
   5.4. Expert Systems
   5.5. Power Plant Management
6. Experience and Practical Suggestions

Automation and Control of HVAC Systems

So, Albert T. P., Asian Institute of Intelligent Buildings, and Department of Building & Construction, City University of Hong Kong

1. Introduction
2. Conventional HVAC Control and Automation
   2.1. Indoor Air Quality
   2.2. Sensors in HVAC Systems
   2.3. HVAC Systems
   2.4. Conventional HVAC Control
      2.4.1. A Control Example
      2.4.2. Principles of PID Control
      2.4.3. Programmable Logic Control
2.4.4. Actuators
2.4.5. Direct Digital Control

2.5. HVAC Automation
2.5.1. The Networks
2.5.2. Building Automation

3. Advanced HVAC Control
3.1. System Modeling
3.2. Digital Control
3.3. Multivariable Control
3.4. System Identification and Adaptive Control
3.5. Robust Control
3.6. Expert System based Control
3.7. Artificial Neural Network based Control
3.8. Fuzzy Logic based Control
3.9. Computer Vision based Control
3.10. Comfort based Control

4. Conclusions

Automation and Control of Electrical Power Generation and Transmission Systems
Hans Glavitsch, Swiss Federal Institute of Technology, ETH Zentrum, CH 8092 Zurich, Switzerland

1. General
1.1. Objectives
1.2. Control Concepts
1.3. Historical Review
1.4. Sensors and Actuators
2. Unit Control
2.1. Synchronous Machines
2.2. Voltage Regulation of the 3rd Order Model of the Synchronous Machine
2.3. Effective Voltage Regulation and Stabilization of Synchronous Machines
2.4. Transient Stability of Synchronous Machines
2.5. Speed and Frequency Control
3. Stability and Voltage Regulation of Multi-machine Systems
3.1. Excitation Control of Multi-Machine Systems
3.2. General Measures for Stability Improvement
4. System control
4.1. Area Control - Automatic Generation Control (AGC)
4.2. General Control Structures and Functions
5. Sequence Control - Startup and Shutdown

Control of Synchronous Generators
Jorg Hugel, Swiss Federal Institute of Technology, Zürich, Switzerland

1. Introduction
2. Voltage Control of Individual Synchronous Generators
3. Voltage Control with Electronic Power Converters
4. Excitation with Auxiliary Generators
5. Compounding
6. Indirect Generator Control

Gas Turbines
Hans-Kaspar Scherrer, ABB Switzerland, Power Technologies Division, Switzerland
Christopher Ganz, ABB Switzerland, Power Technologies Division, Switzerland
Wolfgang Weisenstein, ABB Switzerland, Power Technologies Division, Switzerland

©Encyclopedia of Life Support Systems (EOLSS)
1. Power Plant Setups
2. Gas Turbine Components
   2.1. Air Intake
   2.2. Compressor
   2.3. Combustor
      2.3.1. Gas Turbine Combustion Basics
      2.3.2. The Classic Gas Turbine Combustor
      2.3.3. Dry Low Emission Combustors
   2.4. Turbine
      2.4.1. Auxiliary Systems
3. The Ideal Gas Turbine Cycle
   3.1. Gas Turbine Cycle with Losses
4. Gas Turbine Control
5. Turbine Control System
   5.1. Open Loop Control
   5.2. Gas Turbine Start-up
   5.3. Closed Loop Control
   5.4. Protection System

Automation and Control of Electric Power Generation and Distribution Systems: Steam Turbines
Bennauer, M., Siemens AG, PG, Mülheim, Germany
Egener, E.-G., Siemens AG, PG, Mülheim, Germany
Schlehuber, R., Siemens AG, PG, Mülheim, Germany
Werthes, H. Siemens AG, PG, Mülheim, Germany
Zimmer, G., Siemens AG, PG, Mülheim, Germany

1. Introduction
2. Functional Specifications
   2.1. Fundamentals of a Steam Turbine
      2.1.1. Sectioning and Reheating
      2.1.2. Steam Bypass
      2.1.3. Combined Heat and Power Generation
   2.2. Conversion from Mechanical Power into Electrical Power (Generator)
   2.3. Connecting Units
      2.3.1. Steam Generator
      2.3.2. Consumer Net
   2.4. Operating Conditions and Load Dispatching
      2.4.1. Base-Load Plant
      2.4.2. Peak-Load Plant
3. Turbine Controller Design
   3.1. Steam Turbine Controller (Turbine Governor)
      3.1.1. Operating Modes
      3.1.2. Transition Between Different Operation Modes
      3.1.3. Set-Up of the Turbine Controller
   3.2. Bypass Controller
   3.3. Heat Extraction/Pressure Control
4. Future Developments

Automatic Control for Hydroelectric Power Plants
Adolf Hermann Glattfelder, ETH Zürich, Switzerland
Ludwig Huser, VA Tech Escher Wyss AG, Zürich, Switzerland
Peter Dorfler, VA Tech Escher Wyss AG, Zürich, Switzerland
Johann Steinbach, VA Tech Escher Wyss AG, Kriens, Switzerland

1. Introduction
2. Safety Systems for Hydropower Units
3. Standard Control Algorithms
   3.1. Basic Concepts
   3.2. The Electric Power System Perspective
      3.2.1. Speed Run-up
      3.2.2. Operation on a Very Large Grid (“Infinite Bus”)
      3.2.3. Parallel Operation in a Small Grid
      3.2.4. Isolated Operation of One Unit
   3.3. The Water Flow System Perspective
      3.3.1. Level Control
      3.3.2. Outflow Control
   3.4. Standard Control Structures
4. Implementation issues
   4.1. Oil Pressure Supply System
   4.2. Sensors and Actuators
   4.3. Electronic Control Subsystems and Computer Networks
5. Advanced Control Features
   5.1. Modules for Low-Head Hydro Plants
      5.1.1. Joint Control: Optimal Allocation of Resources
      5.1.2. Turbine and Weir Dispatching
      5.1.3. Level Control
      5.1.4. Gain Scheduled Frequency Control
      5.1.5. Transient Load-Frequency Control Support
      5.1.6. Cascaded Power Plants: Coordinating Control
   5.2. Modules for High-Head Hydro Plants
      5.2.1. Limiting Algorithms for Protection of Surge Tanks
      5.2.2. Stabilizing Algorithms Based on Pressure Feedback
      5.2.3. Power Constraints
      5.2.4. Control Assisted by Jet Deflector (“Water Wasting Mode”)
      5.2.5. Control Assisted by Bypass Valves
      5.2.6. Isolated Grid Operation of High-Head Francis Units
   5.3. Concepts for Pumped Storage Plants
      5.3.1. Adjustment of Speed in Pump Turbine Sets
      5.3.2. Hydraulic Short-Circuit Operation
   5.4. Diagnostic and Monitoring Systems
6. Outlook: Driving Forces for Further Development
5.3. Network control  
5.4. Restorative control  
5.5. Specific control tasks in transmission network  
5.6. Specific control tasks in distribution networks

**Combined Cycle and Combined Heat and Power Processes**  
Andrzej W. Ordys, *University of Strathclyde, Glasgow, UK*  
Michael J. Grimble, *University of Strathclyde, Glasgow, UK*  
Ilhan Kocaarslan, *Kirikkale University, Kirikkale, Turkey*

1. Introduction  
   1.1. Economic Justification for CC/CHP Power Plants  
   1.2. Environmental Justification for CC/CHP Power Plants  
2. Elements of Combined Cycle / Combined Heat and Power Processes  
   2.1. Gas Turbine  
      2.1.1. Classification  
      2.1.2. Properties of Gas Turbines  
   2.2. Boiler  
   2.3. Steam Turbine  
   2.4. Condenser  
   2.5. De-aerator and Feed-water System  
3. Typical CC/CHP Configurations  
   3.1. Combined Heat and Power (CHP) Plant  
   3.2. Combined Cycle Power Plant  
4. Operation of CC/CHP Plants  
   4.1. Start-up and Shut Down  
   4.2. Steady-state Operation  
   4.3. Dynamic Operation  
5. Automatic Control in CC/CHP Plants  
   5.1. The Tasks of Control System  
   5.2. Gas Turbine Control  
   5.3. Boiler Control  
   5.4. Steam Turbine Control  
   5.5. Coordinated Boiler and Steam Turbine Control  
   5.6. Feedwater Control  
   5.7. Auxiliary Controls  
6. Control Philosophy in Future Combined Cycle Power Plants  
   6.1. System-wide Communication  
   6.2. Plant Management  
7. Conclusions

**Control of Large Nuclear Reactors by State and Output Feedback Techniques**  
A. P. Tiwari, *Reactor Control Division, Bhabha Atomic Research Centre, Trombay, Mumbai 400 085, INDIA.*  
Bijnan Bandyopadhyay, *Interdisciplinary Programme in Systems and Control Engineering, Indian Institute of Technology Bombay, Powai, Mumbai 400 076, INDLA*

1. Introduction  
2. On certain Preliminaries on Nuclear Reactor  
   2.1. Components of a Nuclear Reactor  
   2.2. Reactor Types  
   2.3. Neutron Balance  
   2.4. Reactivity Control  
   2.5. Cross section for Neutron Reactions  
   2.6. Fission Rate and Reactor Power  
   2.7. Prompt and Delayed Neutrons
2.8. Neutron Life time
2.9. Neutron Flux Measurement

3. Modeling of Nuclear Reactors
3.1. Neutron Diffusion Equation
3.2. Point Kinetics Model
3.3. Space-Time Kinetics Model
3.4. Analysis of Core Composition Changes
   3.4.1. Fission Product Poisoning
   3.4.2. Xenon-induced Power Oscillations
   3.4.3. Analysis of Very Short Term Transients
3.5. Linearization and Standard State Space Representation of Reactor Model

4. Control of Nuclear Reactor
4.1. Control of Global Power
4.2. Model Approximation
4.3. Singularly Perturbed form of Nodal Model of the Reactor
4.4. Linear State Feedback Control
4.5. Periodic Output Feedback Design
   4.5.1. Block Triangular Form Representation of Singularly Perturbed Systems
   4.5.2. Periodic Output Feedback
   4.5.3. Piecewise Constant Periodic Output Feedback Control for Singularly Perturbed Systems
   4.5.4. Closed Loop Performance Consideration
   4.5.5. Spatial Control of Reactor by Periodic Output Feedback

5. Application to a large Pressurized Heavy Water Reactor
5.1. Brief Description of the Reactor
5.2. Control of Global Power output of PHWR
5.3. Spatial Control of PHWR based on State Feedback Design
5.4. Spatial Control of PHWR based on Periodic Output Feedback Design

6. Conclusion

Index 409

About EOLSS 419